ORDINANCE NO. 986-07

AN ORDINANACE ADOPTING THE 2006 INTERNATIONAL BUILDING (ICC) CODES
AND SUPPLEMENTAL PROVISIONS TO UPGRADE THE VARIOUS CODES RELATING TO
THE INSPECTION ACTIVITIES OF THE CITY OF FOLEY AND ENFORCEMENT OF THE
BUILDING PROVISIONS AND FIRE SAFETY AS PROVIDED IN SAID CODES.

BE IT ORDAINED by the Mayor and Council of the City of Foley, Alabama at its meeting on
the 18th day of June, 2007 as follows:

SECTION 1 That the following codes or portions of codes be, and the same are hereby, approved
and adopted by reference, except for the changes and exclusions listed (if any):

(a) International Building Code, 2006 Edition, together with Appendix C (Group U —
Agricultural Buildings) and Appendix I (Patio Covers); provided, however, the following sections and
chapters are omitted and not adopted:

Section 101.4.1 - Electrical (ICC Electrical Code)
Section 101.4.2 - Gas (International Fuel Gas Code)
Section 101.4.7 — Energy (International Energy Code)
Section 105.1.1 - Annual permit

Section 105.1.2 - Annual permit records

Chapter 13 - Energy Efficiency

(b) International Residential Code, 2006 Edition, together with Appendix G (Swimming pools,
spas and hot tubs), Appendix H (Patio Covers); provided, however, the following sections and chapters
are omitted and not adopted:

Chapter 11 - Energy Efficiency
Chapter 41 - Storable/Portable swimming pools 42 and less
Appendix G - Storable/Portable swimming pools 42” and less

(c) International Plumbing Code, 2006 Edition.

(d) International Mechanical Code, 2006 Edition; provided, however, that the following
section be added and supplemented to said Code:

Section 606.4.2-Alarm activation from the installed protective signaling system shall
cause shutdown of all HVAC units in the zone, floor or area. If the signaling system is
unable to designate a specific zone, floor or area, global shutdown of all HVAC
systems in the building shall occur upon fire alarm activation.

(e) International Fire Code, 2006 Edition, provided, however, the following sections are
amended to read as follows and/or added to said code:

Section 307.1.1 — No person shall kindle or maintain any open fire or authorize any
such fire to be kindled or maintained without first obtaining a permit or other proper
authorization. During the construction or demolition of any structure, no waste
materials or rubbish shall be disposed of by burning on the premises or in the
immediate vicinity without having obtained a permit or other proper authorization.

Section 307.1.2 — Only untreated wood and plant growth shall be permitted to be
burned. Under no circumstances shall any treated or painted lumber, heavy oils, items
containing synthetic or natural rubber, asphaltic materials, plastics, or refuse be burned.

Section 307.1.3 — Open fires permitted in this section shall not commence before 6:00
a.m. and no combustible material shall be added to the fire after 3:00 p.m. of each day
permitted.

Section 901.2.1.1 — All fire alarm systems shall be designed by personnel with

minimum National Institute for Certification in Engineering Technologies (NICET)
level III training, and installation of approved fire alarm systems shall be performed
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under the direct supervision of personnel possessing a minimum of NICET level II
training.

Section 903.3.7.1 — Fire Department Connections shall be located on the backflow
preventer remote from the building when possible.

Section 903.3.7.2 — All aboveground piping exposed to the weather shall be insulated
to protect from freezing.

(f) International Property Maintenance, 2006 Edition, provided, however, the following
sections are omitted and not adopted:

Section 102.3 - Electrical (ICC Electrical Code)
Section 201.3 - Terms - (ICC Electrical Code)

(g) International Existing Building Code, 2006 Edition, together with Appendix A (Referenced
standards); provided, however the following sections are omitted and not adopted:

Section 105.1.1 - Annual permit
Section 105.1.2 - Annual permit records
Section [EC] 305.5 - Energy

Section 607 - Energy Conservation
Section 711 - Energy Conservation
Section 808 - Energy Conservation

And further provided, however, that the following changes are hereby made:

Section 107.3 - ICC Electric Code to NEC 70
Section [ICC EC] 305.6 - ICC Electric Code to NEC 70
Section 708.1 Exception - ICC Electric Code to NEC 70
Section 908.1- ICC Electric Code to NEC 70

(h) NFPA 70, National Electric Code, 2005 Edition

(i) NFPA 501A, Manufactured Home Installations, Sites, and Communities, 2005 Edition

(j) NFPA 1194, Recreational Vehicle Parks, 2005 Edition

(k) NFPA 1142, Water Supplies, Suburban and Rural Fire Fighting, 2007 Edition

(I) Accessible and Usable Building and Facilities, ICC/ANSI A117.1, 2003 Edition

SECTION 2

That the following laws are hereby ratified, passed or adopted:

1) Free standing signs over 32 square feet, or elevated higher than 9 feet to the top of
the sign regardless of size, shall be designed by a licensed engineer, providing wind
load information, and shall bear the stamp and signature of same providing.

2) The Electric Code adopted herein shall be amended by adding the requirement as
follows: Article 310 - Conductors for general wiring; "All electric wiring supplying
voltages of 120 volts A.C. or greater shall be a minimum wire size of #12 AWG
and shall be copper, except that service entrance conductors, 240 volt feeders and
equipment circuits #6 A WG and larger may be of aluminum composition of
adequate capacity to serve the load.

3) The Electric Code adopted herein shall be amended by adding the requirement as
follows: "All electrical wiring installed in all structures except IRC reviewed not
specifically referenced in the National Electric Code, shall be contained in and
protected by conduit of a type acceptable by Code except electrical nonmetallic
tubing Type ENT, Article 362.

4) The Electric Code adopted herein shall be amended by adding the requirement as
follows: Article 110.26 - Minimum working clearance in front of equipment shall
be increased to the width of the equipment plus 6 on either side, in no case less
than 30” wide.
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5) Permanent Attic Stairways: In addition to other types of attic stairways permitted
under this code, permanent stairs leading to a non-habitable attic space may also be
allowed, but only if they meet or exceed the following criteria and only if the
Owner and Contractor sign an acceptable hold harmless and indemnity agreement
in favor of the City of Foley and its agents:

a) Permanent attic stairs must have a minimum net clearance between
the inside edge of the hand rail or, if none, the fire rated interior finished wall
on one side and the inside edge of the hand rail or fire rated interior finished
wall on the other side of at least twenty-four inches (24").

b) Treads and Risers: Permanent attic stairs shall have a riser height of
no greater than nine inches (9") and shall have a tread depth of no less than five
and one-half inches. All risers shall be "open" between the steps.

¢) [llumination: Attic stairs must be illuminated, and shall have a light
switch at the bottom of the stairs and a light at the top of the stairs.

d) Under Stair Protection: Attic staircases must be enclosed on both
sides with fire rated interior finished wall for fire protection, and must have a
lockable, metal door blocking the entrance to the bottom of the staircase which
can be opened without a key from inside the stairwell.

e) Hand Rails: Permanent attic staircases must have at least one
handrail running along the entire length of the staircase.

f) Any provisions contained in the 2006 International Residential
Building Code which directly conflict with these provisions is hereby repealed
or deleted, but only to the minimum extent required to make these changes
effective.

6) Sewage line clean-outs shall be permanently protected from damage at ground
level by a method approved by the building official.

7) Permit exceptions: Construction and construction-related activities which are
being performed by or on behalf of the federal government, the State of Alabama,
Baldwin County, the City of Foley or any departments, agencies, boards, divisions,
or subdivisions of the same for their own use shall be exempt and excluded from
the permits, permit fees, inspections, and inspection fees called for in this Article.
Subject to the forgoing, all construction and construction-related activities must
conform to all applicable federal, state, county and local laws relating to the same,
and it is the responsibility of the federal government, the State of Alabama,
Baldwin County, the City of Foley, or the department, agency, board, division, or
subdivision on whose behalf the work is being performed to ensure compliance
with all applicable laws and ordinances. This section shall not exclude construction
or construction-related activities which are merely funded, in whole or in part, by
federal, state, county or municipal monies but which will not be owned or occupied
by that governmental entity after the completion of the construction or
construction-related activities.

8) Permits and Fees.

Section 1. Permit Fees shall read as follows: "Each person, firm, corporation or
other entity engaged in any construction or construction related activity for which a
City building permit is required shall, before the commencement of work, pay the
appropriate building permit fee. For the purpose of determining the fee for the
issuance of a building permit, the value of the requested work is determined by the
City of Foley Inspection Department which may consider bona fide, signed
contracts, the square footage of the project, or any other evidence of the cost or
valued of the work. The following fees shall be charged for the issuance of building
permits based on the total value of work, including materials and labor:"

Section 2:
Value Fee
Up to $1,000 $50.00
$1,001 to $50,000 $50.00 for the first $1,000 + $10.00
for each additional $1,000 or fraction
thereof
$50,001 to $100,000 $540.00 for the first $50,000 + $8.00

for each additional $1,000 or fraction
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